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W. W. Taylor & Associates, Inc. 
ENVIRONMENTAL AND INDUSTRIAL HYGIENE CONSULTING SERVICES 

10902 Timberline Drive 
Upper Marlboro, Maryland 20772 

       Telephone (301) 372-1654 ~~ Fax (301) 372-1753  

 
      July 19, 2012 
 
      
Ms. Irina Jamison, Project Manager 
City of Alexandria -- Department of General Services (DGS) 
Capital Projects Division 
110 N Royal St, Suite 300 
Alexandria, Virginia 22314 
 
SUBJECT:   Limited Scope Hazardous Materials Survey for Identification  
     Of “Suspect” Lead in Paint, “Suspect” Asbestos, 
     And Miscellaneous Materials 
 
SITE INSPECTED:    Beachcomber Building (Currently Vacant) 

1-3 Prince Street 
Alexandria, Virginia 23314 

 
INSPECTED/SAMPLED: July 5, 2012 
 
PURCHASE ORDER:  12-05289 
 
Dear Ms. Jamison: 
 

In accordance with your written authorization and purchase order #12-05289, a limited scope 
hazardous materials (HAZMAT) survey was performed on July 5, 2012 at the above-referenced 
Beachcomber Building (currently vacant).  Access to premises provided by Ms. Irina Jamison, Project 
Manager for City of Alexandria – Department of General Services (DGS), Capital Projects Division. 

 
The following individuals provided project input: 
 

 Board Certified Industrial Hygienist (CIH) and State of Virginia Licensed Asbestos 
Inspector/Management Planner (Walter W. Taylor, CIH) 

 
 State of Virginia Lead Risk Assessor (Mr. Dharam Kissoondath, XRF Onsite Technician) 

 
For this hazmat survey, asbestos bulk samples collected by CIH and lab analyzed by EMSL 

Analytical, Inc., an accredited environmental lab.  EMSL performed asbestos analysis of asbestos bulk 
materials using Polarized Light Microscopy (PLM).Lead in painted surfaces analyzed by One Source 
Environmental, Inc. (OSE)  Lead sampling conducted assessment using an X-Ray Fluorescence 
Spectroscopy (XRF) instrument operated by One Source Environmental (XRF Technician:  Mr. Dharam 
Kissoondath).  This onsite instrument (XRF) detects lead in painted materials at the current level of 1 
mg/cm2 as per HUD and mandated guidelines for State of Virginia.  For this report, as per HUD and State 
of Virginia regulatory requirements, all recorded XRF levels at or above 1.0 mg/cm2 are considered lead 
containing 
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The HAZMAT survey also addresses in generic terms asbestos, lead and other miscellaneous 

identified materials presently damaged or requiring abatement at Beachcomber Building.  This 
document does not constitute or serve in any way as a specification document nor provide procedures 
for performance of abatement of asbestos, lead painted materials, or other identified hazardous 
materials. 
 
 Please note, no destructive entry, and/or sampling performed on inaccessible materials (i.e., 
wall interiors, above ceiling, beneath first floor platform).  Additional asbestos- containing and/or 
lead painted materials may exist in non-sampled inaccessible areas.  This hazmat survey conducted to 
identify readily accessible materials.  For ease of reference, and where possible, photographs of 
materials are provided herein for your files and future reference.  Photographs of site conditions for 
asbestos submitted by Walter Taylor, CIH; site photographs of lead containing materials analyzed by 
XRF are incorporated in OSE XRF survey reported (see OSE report dated July 11, 2012, please refer 
to Attachment 2). 

 
If you have any questions or require any additional information, please do not hesitate to 

contact our office at 301-372-1654. 
 

Sincerely yours, 
       

Walter W. Taylor 
Walter W. Taylor, President 
Board Certified Industrial Hygienist #1987 
Licensed State of Virginia Asbestos Inspector / 
Management Planner 

 
WWT/ebt 
 
 
Attachment 1 – Asbestos Lab Report from EMSL (Lab Report #191206615 dated July 9, 2012) 
 
Attachment 2 – XRF Lead Survey from One Source Environmental (OSE Report dated July 11, 2012) 
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HAZARDOUS MATERIALS SURVEY 
BEACHCOMBER BUILDING (CURRENTLY VACANT) 

1 – 3 PRINCE STREET 
ALEXANDRIA, VIRGINIA 23312 

 
INSPECTED / SAMPLES COLLECTED:  JULY 5, 2012 

 
1. SCOPE OF WORK – HAZARDOUS MATERIALS SURVEY 
 

1.1. Identify accessible hazardous materials (i.e., asbestos, lead in paint, mercury, oil 
storage tank(s), mold, etc.) within accessible areas at Beachcomber Building 
(currently vacant). 

 
1.2. Submit and request lab analysis of suspect bulk asbestos samples by EMSL 

Analytical, Inc., and an EPA/NVLAP approved asbestos laboratory located in 
Beltsville, Maryland. 

 
1.3. Conduct XRF survey of accessible interior materials (i.e., door jambs/casings, 

window frame casing) and exterior metal surfaces, etc.  XRF analysis of suspect lead 
painted surface samples performed by One Source Environmental, Inc., Charlotte 
Hall, Maryland. 

 
1.4. Document findings, provide summarization of lab results, and provide 

recommendations for identified materials at site. 
 

2. SUMMARIZATION OF CONFIRMED ASBESTOS FINDINGS (INCLUDES 
PHOTOGRAPH INFORMATION FROM ASBESTOS SAMPLE PHOTO 
LOG) 

 
2.1. Window Caulking Materials:  Asbestos bulk sampling results confirm exterior 

window caulking material contains 35% chrysotile asbestos (see Sample #3, Asbestos 
Table 1 and Attachment 1; Asbestos Log Photo #3). 

 
2.2. Vinyl Floor Tiles (First Floor):  Interior first floor 9” X 9” vinyl floor tile(s) located 

beneath carpeting in small-shelved room contains 12% chrysotile (see Sample #8, 
Asbestos Table 1 and Attachment 1; Asbestos Log Photo #8). 

 
2.3. Vinyl Floor Tiles (Second Floor):  Interior second floor gray colored 9” X 9” vinyl 

floor tile(s) in two rear rooms contains 10% chrysotile asbestos in floor tile and 
associated adhesive mastic (see Sample #14, Asbestos Table 1; Asbestos Log Photo 
#14). 

 
2.4. Vinyl Floor Tiles (Second Floor – Bathroom):  Additionally, second floor 

bathroom gray colored 12” X 12” floor tiles contain 12% chrysotile in tile (see 
Sample #15, Asbestos Table 1; Asbestos Log Photo #15). 
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3. LAB FINDINGS FOR BULK SAMPLES -- ASBESTOS ANALYSIS 
 

TABLE 1.  SUMMARIZATION OF ASBESTOS LAB FINDINGS 
SUSPECT BULK SAMPLES COLLECTED:  JULY 5, 2012 

(SEE ATTACHMENT 1 – OFFICIAL ASBESTOS LAB REPORT FROM EMSL ANALYTICAL) 
 

Sample Building Location / Description of Material Asbestos Content Comment(s) 

1 Exterior – Rear Window Glazing Upper Casing at Garage 
Door 

None Detected  Not Applicable 

2 Exterior – Rear Window Glazing Lower Casing at Garage 
Door 

None Detected  Not Applicable 

3 Exterior Rear Window Caulking at Garage Door 35% Chrysotile   (See Asbestos Sample 
#3 in Attachment 1 and 
Asbestos Log Photo #3) 

4 First Floor – Resilient Floor Sheeting at Entry None Detected  Not Applicable 
5 First Floor – 9” X 9” Acoustical Ceiling Tile (ACT) at 

Stairwell at Entry 
None Detected  Not Applicable 

6 
Stair Tread 

First Floor – Gray Stair Tread at Entry None Detected  Not Applicable 

6 
Mastic 

First Floor – Gray Stair Tread at Entry None Detected  Not Applicable 

7 
Skim Coat 

First Floor – Wall Plaster at Garage Door None Detected  Not Applicable 

7 
Rough Coat 

First Floor – Wall Plaster at Garage Door None Detected  Not Applicable 

8 
Floor Tile 

First Floor – 9” X 9” Vinyl Asbestos Floor Tile (VAT) 
Beneath Carpet in Small Shelved Room at FT 

12% Chrysotile  (See Asbestos Sample 
#8 in Attachment 1 and 
Asbestos Log Photo #8) 

8 
Mastic 

First Floor – 9” X 9” Vinyl Asbestos Floor Tile (VAT) 
Beneath Carpet in Small Shelved Room at FT 

None Detected  Not Applicable 

9 
Underlayment 

First Floor – Underlayment Flooring Beneath Carpet None Detected  Not Applicable 

9 
Mastic 

First Floor – Underlayment Flooring Beneath Carpet None Detected  Not Applicable 

10 
Skim Coat 

First Floor – Wall Plaster at Open Door Area None Detected  Not Applicable 

10 
Rough Coat 

First Floor – Wall Plaster at Open Door Area None Detected  Not Applicable 

11 First Floor – Pegboard in Open Area None Detected  Not Applicable 
12 First Floor – Green Resilient Floor Sheeting None Detected  Not Applicable 
13 Second Floor – Insulation Loose Batting/Backing None Detected  Not Applicable 
14 

Floor Tile 
Second Floor – Gray 9” X 9” VAT – 2 Rear Rooms 10% Chrysotile (See Asbestos Sample #14 

in Attachment 1 and 
Asbestos Photo #14) 

14 
Mastic 

Second Floor – Gray 9” X 9” VAT – 2 Rear Rooms 10% Chrysotile (See Sample #14 in 
Attachment 1 and 
Asbestos Log Photo #14) 

14 
Felt 

Second Floor – Gray 9” X 9” VAT – 2 Rear Rooms None Detected  Not Applicable 

14 
Felt Mastic on 
Bottom Felt 

Second Floor – Gray 9” X 9” VAT – 2 Rear Rooms None Detected  Not Applicable 

15 
Floor Tile 

Second Floor – 12” X 12” VAT – Gray Bathroom 12% Chrysotile (See Asbestos Sample #15 
in Attachment 1 and 
Asbestos Log Photo 15) 

15 
Mastic 

Second Floor – 12” X 12” VAT – Gray Bathroom None Detected  Not Applicable 

16 Second Floor – Wall Plaster Above Stairwell Area None Detected  Not Applicable 
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4. ASBESTOS PHOTO LOG OF CONFIRMED ASBESTOS-CONTAINING 
MATERIALS (ACM)  -- SEE TABLE 1 AND ASBESTOS LAB REPORT 
CONTAINED IN ATTACHMENT 1 

 
Sample Building Location / 

Description of Material 
Asbestos 
Content 

Comment(s) 

3 
 
 
 
 
 
 
 
 
 

Exterior:  Exterior Rear 
Window Caulking at Garage 
Door 

35% 
Chrysotile 

 
Comment:  Assume all window caulking ACM-
type. 

8 
Floor Tile 

Interior:  First Floor – 9” X 9” 
Vinyl Asbestos Floor Tile 
(VAT) Beneath Carpet in 
Small Shelved Room at FT 

12% 
Chrysotile 

 
Comment:  Estimated 40 Square Feet 

14 
Floor Tile 

& 
Mastic 

Interior:  Second Floor – Gray 
9” X 9” VAT – 2 Rear 
Rooms 

10%Chrysotile 
In both tile 
and mastic 

 
Comment:  Estimated 400 Square Feet 

15 
Floor Tile 

Interior:  Second Floor – 12” X 
12” VAT – Gray Bathroom 

12% 
Chrysotile 

 
Comment:  Estimated 70 Square Feet 

 

Asbestos Log Photo #3 

Asbestos Log Photo #8 
 

Asbestos Log Photo #14 

Asbestos Log Photo #15 
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5. BUILDING SITE LOCATIONS OF BULK ASBESTOS SAMPLE 
COLLECTION (EXTERIOR AND FIRST FLOOR LEVEL) 

 

ASBESTOS BULK SAMPLE COLLECTION LOCATIONS – EXTERIOR & FIRST FLOOR 
BEACHCOMBER BUILDING, ALEXANDRIA, VA 

INSPECTED:  JULY 5, 2012 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
 
 
  

Sample # Area Description of Material 

1 Exterior Window Glazing 
2 Exterior Window Glazing 
3 Exterior Window Caulking 
4 First Floor Resilient Floor Sheeting at Entry 
5 First Floor 9” X 9” Acoustical Ceiling Tile at Stairwell 
6 First Floor Gray Stairwell Tread at Entry 
7 First Floor Wall Plaster at Garage Door 
8 First Floor 9” X 9” VAT Beneath Carpet in Small Room 
9 First Floor Underlayment Beneath Carpet 
10 First Floor Wall Plaster in Open Storage Area 
11 First Floor Pegboard 
12 First Floor Green Resilient Floor Sheeting 

OFFICE AREA 

 
STORAGE AREA 

BATHROOM  
OPEN 
AIR 

SMALL 
ROOM 

BOILER 
ROOM 

1 2 3 

4 

5 
 

6 

9 

1011 

12 

8 

Garage door 

24 feet 

40 feet 
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6. BUILDING SITE LOCATIONS OF BULK ASBESTOS SAMPLE 
COLLECTION (EXTERIOR AND FIRST FLOOR LEVEL) 

 

ASBESTOS BULK SAMPLE COLLECTION LOCATIONS – SECOND FLOOR 
BEACHCOMBER BUILDING, ALEXANDRIA, VA 

INSPECTED:  JULY 5, 2012 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 

 
  

Sample # Area Description of Material 

13 Second Floor Insulation Loose Batting / Backing 
14 Second Floor 9” X 9” VAT / Gray (2 Rooms Rear) 
15 Second Floor 12” X 12” VAT / Gray (Bathroom) 
16 Second Floor Wall Plaster (Above Stairwell Area) 

 

 
OPEN SPACE AREA 

BATHROOM 

STAIRS 
16 

15 

14 
14 

13 

24 feet 

40 feet 
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7. FINDINGS OF XRF LEAD SCREENING SURVEY  LOCATIONS (EXTERIOR, 
FIRST FLOOR, AND SECOND FLOOR) 

 
 A total of fifty-one (51) individual XRF readings and six (6) calibration readings collected 
during onsite inspection on July 5, 2012.  Official results (Attachment 2) indicate eleven (11) XRF 
readings technically classified as lead based paint (LBP).  Summarization of confirmed LBP materials 
highlighted in Tables 2-1 and 2-2. 
 
 LBP materials (i.e., components are assumed lead containing throughout Beachcomber 
Building.  When evaluating the XRF report, it is assumed that, according to Chapter 7 of HUD 
Guidelines, if one testing combination (i.e., window, door, etc.) is positive for lead in an interior or 
exterior room equivalent, all other similar testing combinations in those areas are assumed positive 
for LBP. 
 
 XRF lead survey reported the following Beachcomber Building structural components coated 
with lead-containing paint materials (exceeding HUD and State of Virginia requirement of 1.0 
mg/cm2) in the following exterior and interior site locations/areas: 
 
 

TABLE 2-1.  SUMMARIZATION OF XRF FINDINGS 
DETERIORATED/PEELING LEAD BASED PAINT (LBP) 

XRF SAMPLED:  JULY 5, 2012 
 

Location / Area(s) Components Substrate Color 

Exterior Skirt Board Metal Beige 
Exterior (Rear) Door Metal White 
Exterior (Rear) Door Jamb Wood White 
Second Floor (Main Area) Window Jamb Wood Green 
Second Floor (Bathroom) Door Casing and Jamb Wood Green 
First Floor (Main Area) Door Jamb Wood Beige 
First Floor (Storage) Support Post Metal Green 
First Floor (Offices) Window Partition Bead Wood White 

 

  

TABLE 2-2.  SUMMARIZATION OF XRF FINDINGS 
CURRENTLY INTACT LEAD BASED PAINT (LBP) 

XRF SAMPLED COLLECTED:  JULY 5, 2012 
 

Location / Area(s) Components Substrate Color 

Second Floor (Main Area) Beam Metal Red 
First Floor (Storage) Window Partition Bead Wood White 

 
 

Table 3-1, Table 3-2, and Table 3-3 XRF readings and sites photographs of materials identified 
and confirmed as containing lead in paint. 
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PHOTOGRAPHS OF CONFIRMED XRF LEAD BASED PAINTED  
(LBP) SURFACES ON SECOND FLOOR 

 
Table 3-1  -- _XRF Results (Lead in Paint Materials) 

 
Confirmed XRF Lead Painted Surfaces 

 
Beachcomber Building – Second Floor 

1 – 3 Prince Street 
Alexandria, Virginia 

 
Samples Collected July 5, 2012 

 
Sample # 

Sample Date 
Material Description / 
Area Sample Location 

XRF Lead 
Concentration 

OSE LBP Source File Photo # 

XRF-010 
July 5, 2012 

Second Floor – 
Window Jamb 

Area:  Second Floor 
(Main Area) 

1.8 mg/cm2 OSE LBP SOURCE FILE PHOTO #2 

 
 

 
XRF-018 
XRF-017 
July 5, 2012 

Second Floor – 
Bathroom Door 
Casing and 
Jamb 

Area:  Second Floor 
(Bathroom) 

1.3 mg/cm2 
(Casing) 

 
1.2 mg/cm2 

(Jamb) 
 

OSE LBP SOURCE FILE PHOTO #3 
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8. PHOTOGRAPHS OF CONFIRMED XRF LEAD BASED PAINTED  (LBP) 
SURFACES ON FIRST FLOOR 

 
Table 3-2  -- _XRF Results (Lead in Paint Materials) 

 
Confirmed XRF Lead Painted Surfaces 

 
Beachcomber Building – First Floor 

1 – 3 Prince Street 
Alexandria, Virginia 

 
Samples Collected July 5, 2012 

 
 

Sample # 
Sample Date 

Material Description / 
Area Sample Location 

XRF Lead 
Concentration 

OSE LBP Source File Photo # 

XRF-024 
July 5, 2012 

First Floor – Door 
Jamb 

Area:  First Floor/Main 

2.3 mg/cm2 OSE LBP SOURCE FILE PHOTO #4 

 
XRF-029 
July 5, 2012 

First Floor – Support 
Posts 

Area:  First 
Floor/Storage 

1.3 mg/cm2 
 

 

OSE LBP SOURCE FILE PHOTO #5 

 
 

XRF-039 
July 5, 2012 

First Floor – Window 
Partition 
Bead/Office 

Area:  First Floor 

5.2 mg/cm2 
 

 

OSE LBP SOURCE FILE PHOTO #6 
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9. PHOTOGRAPHS OF CONFIRMED XRF LEAD BASED PAINTED  (LBP) 
SURFACES ON EXTERIOR OF BUILDING 

 
Table 3-3  -- _XRF Results (Lead in Paint Materials) 

Confirmed XRF Lead Painted Surfaces 
Beachcomber Building – Exterior of Building 

1 – 3 Prince Street 
Alexandria, Virginia 

 
Samples Collected July 5, 2012 

 
Sample # 

Sample Date 
Material Description / 
Area Sample Location 

XRF Lead 
Concentration 

OSE LBP Source File Photo # 

XRF-050 
July 5, 2012 

Exterior – Skirt Board 
Area:  Exterior 

3.3 mg/cm2 OSE LBP SOURCE FILE PHOTO #7 

 
 

XRF-053 
July 5, 2012 

Exterior – Exterior 
White Door 
(Rear) 

Area:  Exterior 
 
 
 
 
 
 
 
 
 
 

3.3 mg/cm2 OSE LBP SOURCE FILE PHOTO #8 

 

XRF-054 
July 5, 2012 

Exterior – Door Jamb 
Area:  Exterior 

2.2 mg/cm2 OSE LBP SOURCE FILE PHOTO #9 
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10. SUMMATION OF CONFIRMED XRF LEAD-BASED PAINT 
  

 
HAZMAT SURVEY OF ACCESSIBLE MATERIALS 

(SUMMARY OF CONFIRMED XRF LEAD BASED PAINT) 

BEACHCOMBER BUILDING (CURRENTLY VACANT) 

Confirmed as lead containing by XRF with readings above 1 mg/cm2 

 Exterior --  White skirt board contains lead. 

 Exterior Door/Jamb --  Door and jamb contains lead. 

 Interior Windows and Doors – Interior windows and doors contain lead. 

 Interior Structural Supports – Interior structural supports/beams contain lead. 

 Terms and Conditions:  For this survey, pipe chassis closets, interior wall cavities, and 

penetrations were not accessed with destructive entry.  Additional lead based paint  may 

exist in these aforementioned areas.  Survey conducted to identify accessible damaged 

and intact lead-based paint LBP).  Use caution upon entry.  Damaged wood flooring 

exists throughout building. 

 

 

 (See Attachment #2 for Official XRF  Report(s)) 
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11. SUMMARY OF MISCELLANEOUS NON-ASBESTOS / NON-LEAD PAINTED 
MATERIALS 

  
 

Miscellaneous Identified Materials 

 Thermostats – Based on age of building and onsite equipment, all thermostats assumed 
mercury-type.  Remove thermostats and dispose as hazardous waste. 

 
 Fluorescent Light Fixtures – Based on age of building (pre-1976), all fluorescent light 

ballasts should be treated as PCB-type.  Dispose of fluorescent light ballast as PCB-
containing hazardous waste. 

 
 Mold – Roof leak has damaged interior ceiling and acoustical ceiling tiles throughout interior 

of building.  Wood flooring is swollen/decayed on both second floor and first floor.  Drywall, 
acoustical ceiling tiles, and plaster walls are mold filmed (see Miscellaneous Log Photo # 1). 

 

 
 
 Oil Storage Tank – Old rusted oil storage tank (estimated 250-gallon size)  located beneath 

skirt/stairwell near garage door entry.  This tank may be leaking (see Photo #2). 

 

MISC. PHOTO #1 

MISC. PHOTO #2 
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12.   SUMMARY OF MISCELLANEOUS NON-ASBESTOS / NON-LEAD PAINTED 

MATERIALS 
  

 
Miscellaneous Identified Materials - Continued 

 
 Structural – Large crack exists in concrete wall extending from second Floor to first Floor 

(see Photo #3). 
 

 
 
 Roof – Roof areas inaccessible for safety reasons.  Assume ACM-type roofing material 

installed on building based on age of structure. 
 
 Thermal System Insulation – Current mechanical system consists of oil-fired boiler located 

in southwest corner of building.  This unit provides heat service with ceiling level re-heat fan 
coiled units.  Entire thermal system insulation (i.e., pipe, all insulation (i.e., lagging/fittings)) 
removed. 

MISC. PHOTO #3 
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12. RECOMMENDATIONS 
 
13.1 Asbestos 

 
 13.1.1  Exterior:  Removal all window caulking as asbestos containing. 
 
 13.1.2 Interior:  First Floor – Remove all 9” X 9” vinyl floor tiles in small first floor 

room (shelving area) as asbestos containing. 
 
 13.1.3 Interior:  Second Floor -- (1) Remove 9” X 9” VAT (gray type) and 

associated adhesive mastic in 2 rear rooms and (2)12” X 12” vinyl floor tile in 
bathroom as asbestos-containing materials. 

 
 

13.2 Lead 
 
Deteriorated (i.e., peeling) LBP requires abatement per XRF screening survey: 
 
13.2.1  Exterior Components:  White skirt and door (plus jamb) 

 
 13.2.2 Interior Components:  Windows, doors throughout and metal structural 

support. 
 
 13.2.3 Intact LBP includes: -- Second floor beam and first floor window partition 

bead. 
 
 
13.3 Thermostats 
 

13.3.1 Mercury-Type Thermostats:  Based on age of building (pre-1976), remove 
all thermostats as mercury-type.  Dispose as hazardous waste. 

 
 

13.4 Fluorescent Light Fixtures 
 

13.4.1 Fluorescent Light Fixtures:  Fluorescent Light Fixtures – Remove all 
fluorescent light ballasts as PCB-type. 
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13.5 Mold 
 

13.5.1 Mold:  All interior components (i.e., wall/ceiling plaster, etc.) mold 
damaged.  Wood flooring moldy/decaying throughout building site.  Roof 
leak damaged interior ceiling and acoustical ceiling tiles throughout interior 
of structure.  Wood flooring swollen/decaying and plaster walls are mold 
filmed throughout due to constant moisture conditions.  Mold remediation 
required throughout. 

 

 

 
 
13.6 Oil Storage Tank 
 

13.6.1 Oil Storage Tank:  Assess and evaluate above ground tank for oil  leak.  
Remove or replace as deemed necessary.  Rusted old (estimated 250 gallon) 
oil storage tank located beneath stairwell/skirt area near garage door entry. 

 

 
 

 

MISC. PHOTO #1 

MISC. PHOTO #2 
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13.7 Structural 
 

13.7.1 Structural:  Repair large crack in west side area of building.  Large 
crack exists in concrete wall extending for second floor to first floor. 

 
 
 
13.8 Roof 
 

13.8.1 Roof:  Repair/replace roof as asbestos-type. 
 
 
 

13.9 Thermal System Insulation (TSI) 
 

13.9.1 Thermal System Insulation:  Thermal System Insulation – Bare pipes attached 
to boiler steam distribution system located throughout building structure. 

MISC. PHOTO #3 
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ATTACHMENT 1 
 
 

OFFICIAL ASBESTOS LAB REPORT 
FROM 

EMSL ANALYTICAL, INC. 
BELTSVILLE, MARYLAND 

 
SAMPLES COLLECTED:  JULY 5, 2012 

LAB REPORT DATED:  JULY 9, 2012 
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ATTACHMENT 2 
 
 

XRF LEAD BASED PAINT REPORT 
FROM 

ONE SOURCE ENVIRONMENTAL, INC.. 
CHARLOTTE HALL, MARYLAND  20622 

 
SAMPLES COLLECTED:  JULY 5, 2012 

 
XRF REPORT DATED JULY 11, 2012 
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